
FOUNDATION SLEEVE REQUIREMENTS:
1. SLEEVE SHALL BE 4" SCHEDULE 40 PVC, AND SHALL EXTEND 3" MINIMUM BELOW FOOTING

AND 3" MINIMUM ABOVE FLOOR SLAB OR STEM WALL.

2. SLEEVE MAY BE UTILIZED AS THE ELECTRICAL SERVICE CONDUIT WHEN STRUCTURE
REQUIRES A 4" SERVICE.
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ELECTRICAL SERVICE FOUNDATION SLEEVE
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